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NOTE:
THIS DETAIL ONLY
APPLICABLE FOR 8" AND
SMALLER MAINS.

PLAN

DRAWING NOT TO SCALE

1||

DECEMBER 31, 1994 2

AHW.F. 2

K.N.H.

DRAWN BY:
APPROVED BY:

STANDARD
DRAWING NO.

W - 22

BLOW OFF

MURFREESBORO WATER & SEWER DEPARTMENT




